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PERFORMANCE & MODEL CERTIFICATE:

TO WHOM SOEVER IT MAY CONCERN

THIS IS TO CERTIFY THAT WE HAVE TESTED (DRY TEST) OUR FRP
COOLING TOWER MODEL NO. NCT-4500(400TR) WITHOUT BASIN AND
FOUND O.K. ITS PERFORMANCE IS SATISFACTORY AS PER THE
FOLLOWING SPECIFICATION.

TECHNICAL SPECIFICATION:

MODEL NO NCT-4500 (400TR)
SIZE OF COOLING TOWER | 3962.4MM(L) X 3962.4MM(W) X 3657.6MM(H)
MOTOR 12.5HP, £750RPM, 3PHASE, 415V, 50Hz, Batliboi

MAKE CONTINUOUS RATING, “F” CLASS
INSULATION, IP-55 CONSTRUCTION.

No. of Motor O1No. g
FAN FRP, 2380MM dia / 6 blades
No. of Fan - O1No.
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